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on the design and operation of the af-
fected facility and the characteristics
of the fuel supply. These custom sched-
ules shall be substantiated with data
and must be approved by the Adminis-
trator before they can be used to com-
ply with paragraph (b) of this section.

(c) For the purpose of reports re-
quired under § 60.7(c), periods of excess
emissions that shall be reported are de-
fined as follows:

(1) Nitrogen oxides. Any one-hour pe-
riod during which the average water-
to-fuel ratio, as measured by the con-
tinuous monitoring system, falls below
the water-to-fuel ratio determined to
demonstrate compliance with § 60.332
by the performance test required in
§ 60.8 or any period during which the
fuel-bound nitrogen of the fuel is great-
er than the maximum nitrogen content
allowed by the fuel-bound nitrogen al-
lowance used during the performance
test required in § 60.8. Each report shall
include the average water-to-fuel ratio,
average fuel consumption, ambient
conditions, gas turbine load, and nitro-
gen content of the fuel during the pe-
riod of excess emissions, and the
graphs or figures developed under
§ 60.335(a).

(2) Sulfur dioxide. Any daily period
during which the sulfur content of the
fuel being fired in the gas turbine ex-
ceeds 0.8 percent.

(3) Ice fog. Each period during which
an exemption provided in § 60.332(g) is
in effect shall be reported in writing to
the Administrator quarterly. For each
period the ambient conditions existing
during the period, the date and time
the air pollution control system was
deactivated, and the date and time the
air pollution control system was reac-
tivated shall be reported. All quarterly
reports shall be postmarked by the 30th
day following the end of each calendar
quarter.

(4) Emergency fuel. Each period during
which an exemption provided in
§ 60.332(k) is in effect shall be included
in the report required in § 60.7(c). For
each period, the type, reasons, and du-
ration of the firing of the emergency
fuel shall be reported.

[44 FR 52798, Sept. 10, 1979, as amended at 47
FR 3770, Jan. 27, 1982]

§ 60.335 Test methods and procedures.
(a) To compute the nitrogen oxides

emissions, the owner or operator shall
use analytical methods and procedures
that are accurate to within 5 percent
and are approved by the Administrator
to determine the nitrogen content of
the fuel being fired.

(b) In conducting the performance
tests required in § 60.8, the owner or op-
erator shall use as reference methods
and procedures the test methods in ap-
pendix A of this part or other methods
and procedures as specified in this sec-
tion, except as provided for in § 60.8(b).
Acceptable alternative methods and
procedures are given in paragraph (f) of
this section.

(c) The owner or operator shall deter-
mine compliance with the nitrogen ox-
ides and sulfur dioxide standards in
§§ 60.332 and 60.333(a) as follows:

(1) The nitrogen oxides emission rate
(NOx) shall be computed for each run
using the following equation:
NOx=(NOxo) (Pr/Po) 0.5 e19(Ho—0.00633) (288°K/Ta) 1.53

where:
NOx=emission rate of NOx at 15 percent O2

and ISO standard ambient conditions,
volume percent.

NOxo=observed NOx concentration, ppm by
volume.

Pr=reference combustor inlet absolute pres-
sure at 101.3 kilopascals ambient pres-
sure, mm Hg.

Po=observed combustor inlet absolute pres-
sure at test, mm Hg.

Ho=observed humidity of ambient air, g H2O/
g air.

e=transcendental constant, 2.718.
Ta=ambient temperature, °K.

(2) The monitoring device of
§ 60.334(a) shall be used to determine
the fuel consumption and the water-to-
fuel ratio necessary to comply with
§ 60.332 at 30, 50, 75, and 100 percent of
peak load or at four points in the nor-
mal operating range of the gas turbine,
including the minimum point in the
range and peak load. All loads shall be
corrected to ISO conditions using the
appropriate equations supplied by the
manufacturer.

(3) Method 20 shall be used to deter-
mine the nitrogen oxides, sulfur diox-
ide, and oxygen concentrations. The
span values shall be 300 ppm of nitro-
gen oxide and 21 percent oxygen. The
NOx emissions shall be determined at
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each of the load conditions specified in
paragraph (c)(2) of this section.

(d) The owner or operator shall deter-
mine compliance with the sulfur con-
tent standard in § 60.333(b) as follows:
ASTM D 2880–71 shall be used to deter-
mine the sulfur content of liquid fuels
and ASTM D 1072–80, D 3031–81, D 4084–
82, or D 3246–81 shall be used for the
sulfur content of gaseous fuels (incor-
porated by reference—see § 60.17). The
applicable ranges of some ASTM meth-
ods mentioned above are not adequate
to measure the levels of sulfur in some
fuel gases. Dilution of samples before
analysis (with verification of the dilu-
tion ratio) may be used, subject to the
approval of the Administrator.

(e) To meet the requirements of
§ 60.334(b), the owner or operator shall
use the methods specified in para-
graphs (a) and (d) of this section to de-
termine the nitrogen and sulfur con-
tents of the fuel being burned. The
analysis may be performed by the
owner or operator, a service contractor
retained by the owner or operator, the
fuel vendor, or any other qualified
agency.

(f) The owner or operator may use
the following as alternatives to the ref-
erence methods and procedures speci-
fied in this section:

(1) Instead of using the equation in
paragraph (b)(1) of this section, manu-
facturers may develop ambient condi-
tion correction factors to adjust the ni-
trogen oxides emission level measured
by the performance test as provided in
§ 60.8 to ISO standard day conditions.
These factors are developed for each
gas turbine model they manufacture in
terms of combustion inlet pressure,
ambient air pressure, ambient air hu-
midity, and ambient air temperature.
They shall be substantiated with data
and must be approved for use by the
Administrator before the initial per-
formance test required by § 60.8. No-
tices of approval of custom ambient
condition correction factors will be
published in the FEDERAL REGISTER.

[54 FR 6675, Feb. 14, 1989, as amended at 54
FR 27016, June 27, 1989],

Subpart HH—Standards of Per-
formance for Lime Manufac-
turing Plants

SOURCE: 49 FR 18080, Apr. 26, 1984, unless
otherwise noted.

§ 60.340 Applicability and designation
of affected facility.

(a) The provisions of this subpart are
applicable to each rotary lime kiln
used in the manufacture of lime.

(b) The provisions of this subpart are
not applicable to facilities used in the
manufacture of lime at kraft pulp
mills.

(c) Any facility under paragraph (a)
of this section that commences con-
struction or modification after May 3,
1977, is subject to the requirements of
this subpart.

§ 60.341 Definitions.
As used in this subpart, all terms not

defined herein shall have the same
meaning given them in the Act and in
the General Provisions.

(a) Lime manufacturing plant means
any plant which uses a rotary lime kiln
to produce lime product from lime-
stone by calcination.

(b) Lime product means the product of
the calcination process including, but
not limited to, calcitic lime, dolomitic
lime, and dead-burned dolomite.

(c) Positive-pressure fabric filter means
a fabric filter with the fans on the up-
stream side of the filter bags.

(d) Rotary lime kiln means a unit with
an inclined rotating drum that is used
to produce a lime product from lime-
stone by calcination.

(e) Stone feed means limestone feed-
stock and millscale or other iron oxide
additives that become part of the prod-
uct.

§ 60.342 Standard for particulate mat-
ter.

(a) On and after the date on which
the performance test required to be
conducted by § 60.8 is completed, no
owner or operator subject to the provi-
sions of this subpart shall cause to be
discharged into the atmosphere from
any rotary lime kiln any gases which:
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